
2012 International Plumbing Code / 2012 International Residential Code (as amended) 
Backflow/Cross-Connection Control Requirements 

Backflow/CCC 
Provision 

IPC Provisions/Amendments IRC Provisions/Amendments 
IPC Location 

[Section Number(s)] 
IPC Amendment Location  

[LAC 17:I] 
IRC Location 

[Section Number(s)] 
IRC Amendment Location 

[LAC 17:I] 
Testing & Owner 
Responsibilities 

312.10.1 - 312.10.3  §111.C.7, §111.C.8, §111.C.9 (new 
section) 

P2902.8.1 – P2908.8.3 §107.A.8.i – §107.A.8.k: 
§107.A.8.l: (new section) 

Location of Backflow 
Preventers 

608.14 §111.F.23  P2902.6 §107.A.8.g  

Freeze Protection of 
Backflow Preventers 

608.14.1 - 608.14.2 §111.F.24  P2902.6.1 – P2902.6.2 §107.A.8.h  

Thermal Expansion 
Control 

607.3.2 §111.F.18 P2903.4.1 – P2903.4.2 §107.A.8.m  

Standards and Application 
of Backflow Preventers 

608.1, Table 608.1, 608.13 §111.F.19  P2902.3 – P2902.3.6, 
Table P2902.3,  

§107.A.8.a & §107.A.8.b  

     -Air Gaps (AG) Table 608.1, 608.13.1, 
608.15.1, Table 608.15.1 

No amendments made to these 
Sections/Table  

Table P2902.3, P2902.3.1, 
Table P2902.3.1 

No amendments made to 
these Sections/Table 

     -Reduced Pressure 
Principle Assembly (RP) 

Table 608.1, 608.13.2 No amendments made to these 
Sections/Table 

Table P2902.3, P2902.3.5 No amendments made to 
these Sections/Table 

     -Double Check Valve 
Assembly (DC) 

Table 608.1, 608.13.7 No amendments made to these 
Sections/Table 

Table P2902.3, P2902.3.6 No amendments made to 
these Sections/Table 

     -Atmospheric Vacuum 
Breaker Assembly (AVB) 

Table 608.1, 608.13.6, 
608.15.4 

§111.F.25  Table P2902.3, P2902.3.2 §107.A.8.a 

     -Pressure Vacuum 
Breaker (PVB) 

Table 608.1, 608.13.5, 
608.13.8, 608.15.4 

§111.F.25  Table P2902.3, P2902.3.4 §107.A.8.b 

     -Dual Check Valves Table 608.1, 605.3.1 (new 
section), 608.6  

§111.F.11 (new section), §111.F.21  Table P2902.3 No amendment made to this 
Section 

Fixture Isolation 
Requirements 

608.2, 608.3, 608.16 – 
608.16.27 

§111.F.27 – §111.F.29; 
§111.F.30 – §111.F.46 (new 
sections) 

P2902.2, P2902.4, P2902.5 §107.A.8.c, §107.A.8.d; 
§107.A.8.e & §107.A.8.f 
(new sections) 

Containment Practices 608.18, 608.18.1, Table 
608.18.1, 608.18.2 (new 
sections) 

§111.F.49 – §111.F.52 (new 
sections) 

NA NA 

Access Prohibited 608.16.27 (new section) §111.F.46 (new section) NA NA 
Hospital Fixtures 608.3.1 No amendment made to this Section NA NA 
Individual/Private Water 
Wells 

608.6.1, 608.17 §111.F.47 P2902.1 No amendment made to this 
Section 

Freeze-Proof Hydrants 608.7 No amendment made to this Section NA NA 
 


